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Abstract. Fire safety of light gauge cold-formed steel frame (LSF) stud walls is significant in the design 
of buildings. In this research, finite element thermal models of both the traditional LSF wall panels with 
cavity insulation and the new LSF composite wall panels were developed to simulate their thermal 
behaviour under standard and real design fire conditions. Suitable thermal properties were proposed for 
plasterboards and insulations based on laboratory tests and literature review. The developed models 
were then validated by comparing their results with available fire test results. This paper presents the 
details of the developed finite element models of load bearing LSF wall panels and the thermal analysis 
results. It shows that finite element models can be used to simulate the thermal behaviour of load bearing 
LSF walls with varying configurations of insulations and plasterboards. Failure times of load bearing 
LSF walls were also predicted based on the results from finite element thermal analyses. 
1 INTRODUCTION 
In recent times, LSF wall and floor systems are increasingly used in low-rise and multi-storey 
buildings, but without a full understanding of their fire performance. Currently LSF wall and floor 
systems are made of cold-formed thin-walled steel lipped channel sections and gypsum plasterboards. 
Under fire conditions, cold-formed thin-walled steel stud and joist sections heat up quickly resulting in 
fast reduction in their strength and stiffness. Therefore they are commonly used in structural wall and 
floor systems with plasterboard linings on both sides used as fire protection. 
Cavity insulated LSF walls are often used for the purpose of climate control in exterior and party 
walls and acoustic benefits. However, they are also required to be fire rated. Hence many researchers 
investigated the fire resistance ratings of LSF wall systems with different types of insulations in the wall 
cavities. Sultan [1] conducted full scale fire resistance tests on non-load bearing gypsum board wall 
assemblies and found that when rockwool was used as cavity insulation the fire resistance rating 
increased by 54% over the non-insulated wall assemblies while cellulose fibre cavity insulation reduced 
the fire resistance rating. Kodur and Sultan [2] conducted 14 full-scale fire tests of load bearing LSF wall 
panels and found that the insulation type, number of gypsum board layers and stud-spacing have a 
significant influence on the fire resistance of steel wall assemblies. They also found that LSF wall 
assembly without insulation provides higher fire resistance compared to cavity insulated LSF wall 
assembly. Feng et al. [3] conducted eight small-scale fire tests of non-load bearing wall panels to 
investigate the thermal performance of cold-formed steel channel sections under standard fire conditions. 
They found that the thermal performance of these steel channel wall panels was not affected by the type 
of insulation and that the thermal performance of wall panels improved with the use of cavity insulation. 
In summary, past research has provided varying results about the benefits of cavity insulation to the 
fire rating of LSF wall systems. Extensive research has been undertaken on the fire performance of LSF 
walls with various configurations in the USA and Canada. However, only limited research has been 
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undertaken on the fire performance of LSF wall systems used in Australia. Kolarkar and Mahendran [4] 
developed a new composite LSF wall panel system in which a thin insulation layer was used externally 
between plasterboards instead of the conventional cavity insulation located within the stud space. Since 
the new composite LSF wall panels have an external insulation layer between the plasterboards, they also 
provide climate control and acoustic benefits. Figure 1 shows the new composite LSF wall system [4].     
 
 
 
 
 
Figure 1. New composite LSF wall panel [4]. 
Kolarkar and Mahendran [4] found that composite LSF wall panels provided a better quality thermal 
envelope than the cavity insulated LSF wall panels. Kolarkar [5] conducted a series of fire tests to 
investigate the thermal performance of load bearing LSF wall panels made of the new composite panels 
under standard fire conditions. However, numerical studies of the thermal performance of these load 
bearing LSF wall panels have not been conducted. Hence they were performed to investigate the thermal 
performance of the new load bearing LSF wall panels under standard and realistic design fire conditions. 
The numerical analyses also included the traditional LSF wall systems with and without cavity insulation 
to investigate the differences in their thermal performances. This paper presents the details of the 
numerical study of the thermal performance of load bearing LSF wall panels under fire conditions. It 
includes the details of finite element models of load bearing LSF wall panels, the thermal analysis results 
under standard and real design fire conditions, and their comparisons with experimental results. 
2 THERMAL PROPERTIES OF GYPSUM PLASTERBOARD, INSULATION 
MATERIALS AND STEEL  
2.1 Gypsum Plasterboard 
In order to develop suitable finite element models of Australian gypsum plasterboard, thermal 
properties of gypsum plasterboard were summarized based on a series of experimental results [6] and past 
research [7,8]. These proposed thermal properties were used in the finite element models (SAFIR) [9]. 
Figure 2(a) shows the proposed thermal conductivity of gypsum plasterboard. In order to include the 
effect of ablation, the thermal conductivity of plasterboard was modified to 0.80 W/m/K at 1000ºC. 
Past research showed some discrepancy in relation to the second dehydration reaction. However, it is 
concluded that the first and second dehydrations occur at 100 to 150ºC and 150 to 200ºC, respectively, 
based on our experiments [6]. Decomposition of Calcium Carbonate occurs at 670ºC, which is similar to 
Wakili et al.’s [10] observation. These outcomes including the third peak to simulate the effect of 
decomposition of Calcium Carbonate were used in the proposed specific heat versus temperature curves. 
At about 400ºC, an exothermic reaction occurs, in which the molecular structure of the soluble crystal 
restructures into a lower insoluble energy state (Figure 2b). This observation is simliar to Manzello et 
al.’s [11] findings. Figure 2(b) also shows the proposed specific heat values as a function of temperature 
and compares them with test and other researchers’ specific heat values [7,8] while Figure 2(c) shows the 
relative density values as a function of temperature and compares them with test and other researchers’ 
relative density values [7,8,12]. Further details of the proposed thermal properties of plasterboards are 
given in [6]. The specific volumetric enthalpy of gypsum plasterboard is given by the area under the 
specific heat multiplied by the density versus temperature curve as shown in Equation (1).  The proposed 
specific volumetric enthalpy values were used as input to SAFIR [9] in our thermal analyses. 
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where E(T) is the specific volumetric enthalpy in J/m3 at temperature T, Cp(T) is the specific heat 
(J/(kgºC)) and ρ(T) is the density (kg/m3) at temperature T, and TA is the ambient temperature. Keerthan 
and Mahendran [6] recommended a convective coefficient (h) of 25 W/m2/K for the exposed side of 
plasterboard and 10 W/m2/K for its unexposed side. They recommended 0.9 as emissivity of plasterboard 
for both exposed and unexposed surfaces. When the proposed thermal properties were used as input to 
SAFIR, the time-temperature profiles agreed well with Kolarkar’s [5] fire test results. 
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Figure 2. Proposed thermal properties of plasterboard. 
2.2 Insulation Materials 
The new composite LSF wall system was developed with glass fibre or rockwool or cellulose fibre 
insulation sandwiched between the plasterboard layers. Glass wool is formed from molten glass (silicate) 
fibres and is currently the most commonly used insulation in Australia, particularly in residential 
construction. Rockwool insulation typically provides much higher levels of insulation being formed from 
basalt or iron ore blast furnace slag to provide higher density. In order to develop suitable finite element 
models of composite panels, thermal properties of insulation were summarized based on our experimental 
results and past research work [13-15]. When the proposed thermal conductivity and specific heat values 
of rockwool, glass fibre and cellulose fibre were used as input to the numerical models based on SAFIR 
[9], the time-temperature profiles agreed well with fire test results from Kolarkar [5]. Figure 3 shows 
proposed thermal conductivities of insulations. Further details of the proposed thermal properties of 
insulation materials and the specific heat test procedure used in the testing of plasterboard and insulation 
are reported in Keerthan and Mahendran [16].  
 
               (a) Rockwool                                                                   (b) Glass Fibre 
Figure 3. Proposed thermal conductivity of insulation. 
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2.3 Steel 
The temperature increase of a steel member is a function of its thermal conductivity and specific heat 
of steel. The precision in the determination of thermal properties of steel, such as specific heat and 
thermal conductivity, has little influence on the thermal modelling of LSF walls under fire conditions 
since steel framing plays a minor role in the overall heat transfer mechanism of the LSF wall assembly 
[15]. The properties of steel within the SAFIR code are obtained from those given in Eurocodes [17]. 
3 EXPERIMENTAL STUDIES OF THE THERMAL BEAHVIOUR OF LOAD 
BEARING LSF WALL PANELS   
In order to investigate the thermal performance of load bearing LSF wall panels, 10 fire tests of full 
scale panels of dimensions 2400 mm x 2100 mm were conducted by Kolarkar [5] and Gunalan [18]. The 
wall assemblies typically consisted of four commonly used cold-formed steel lipped channel section studs 
(90x40x15mm) spaced at 600 mm. The studs were fabricated from galvanized steel sheets (G500) having 
a nominal base metal thickness of 1.15 mm and a minimum yield strength of 500 MPa. Test specimens 
were built by lining the test frames with one or two layers of gypsum plasterboards manufactured by 
Boral Plasterboard under the product name of Firestop. All the plasterboards used were 1200 mm in 
width and 2400 mm in height with a thickness of 16 mm and a mass of 13 kg/m2. There were three groups 
of wall specimens made of (1) no insulation (2) cavity insulation and (3) external insulation (composite 
panels). Three insulation materials, glass fibre, rockwool and cellulose fibre were used. Tests were 
conducted using the standard fire curve given in AS 1530.4 [19]. One face of the test specimens was 
exposed to heat in a propane-fired vertical gas furnace. Time-temperature profiles at various locations 
across the specimen thickness were measured during the tests using thermocouples. Table 1 shows the 
failure times of test specimens. Kolarkar [5] provides a full description of these tests while this section 
provides their important details and some results. Experimental studies showed that LSF walls with 
external insulation provided a greater fire protection than those with cavity insulation. The composite 
panel with rockwool insulation (Test Specimen 7) failed earlier due to the lack of space for thermal 
expansion. Its failure time was predicted as 153 minutes based on finite element analyses [18]. 
Table 1. Failure times of LSF wall test specimens [5,18]. 
Test No. Configuration 
Load 
Ratio 
Insulation 
Failure 
Time (min) 
1 
 
0.2 None 53 
2 
 
0.2 None 111 
3 
 
0.2 Glass Fibre (Cavity) 101 
4 
 
0.2 Rock Fibre (Cavity) 107 
5 
 
0.2 Cellulose Fibre (Cavity) 110 
6 
 
0.2 Glass Fibre (External) 118 
7 
 
0.2 Rock Fibre (External) 136* 
8 
 
0.2 Cellulose Fibre (External) 124 
9 
 
0.4 Glass Fibre (External) 108 
10 
 
0.4 Rock Fibre (External) 134 
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4 NUMERICAL STUDIES OF THE THERMAL BEHAVIOUR OF LOAD BEARING 
LSF WALL PANELS   
4.1 General 
This section presents the details of the numerical studies into the thermal behaviour of the tested load 
bearing LSF wall panels and their results. Recently many numerical heat transfer models have been 
developed [9,15]. There are also many general finite element packages that can be used for thermal 
analyses. The finite element model employed in this study to predict the thermal behaviour of load 
bearing LSF wall panels was based on SAFIR [9]. SAFIR is a special purpose finite element program for 
the analysis of structures under ambient and elevated temperature conditions. In this research the GID 
software was used to create the input file for the models as well as analysing the model output results. 
4.2 Thermal boundary conditions and material properties 
The heat flux at the boundary will be calculated from the temperature of the fire curve Tg and the 
temperature on the surface Ts according to Equation (2). 
                                   (2)                     
 
where q is the total heat flux, ε is the relative emissivity, σ  is the Stefan–Boltzmann constant 
(5.67E−08W/m2/K4), Tg and Ts are the gas and surface temperatures, respectively. For fire exposure to the 
standard cellulosic curve, Tg = 345log(8t+1)+20. Convective heat transfer coefficient (h) is approximately 
25 W/m2K on the fire exposed side, and it is 10 W/m2K on the unexposed side. Emissivity of 0.9 was 
used for both exposed and unexposed surfaces. Default thermal properties (specific heat and thermal 
conductivity) for both Type X and Type C gypsum plasterboards within SAFIR are based on Cooper’s [8] 
research. However, the proposed thermal properties in Section 2 were used in this research. In order to 
investigate the thermal performance of load bearing LSF walls, finite element models of Kolarkar’s [5] 
test wall panels were developed. Figure 4 shows the finite element models of Test Specimen 7. Here three 
voids were created to transfer the heat through radiation and convection. Elements surrounding an 
internal void were assigned in the counter clockwise direction. The developed finite element models were 
validated using the results obtained from fire tests of load bearing LSF walls in [5].  
 
Figure 4. Finite element modelling of LSF wall panel. 
4.3 Validation of finite element models of LSF walls using fire test results   
It is necessary to validate the developed finite element models for the thermal analyses of load 
bearing LSF walls. This was achieved by comparing the time-temperature profiles with the corresponding 
fire test results of load bearing LSF walls [5]. Figures 5 (a) to (d) and Figure 6 show the finite element 
analysis (FEA) results in the form of temperature versus time for selected load bearing LSF wall 
specimens and compare them with corresponding test results [5]. The average temperature profiles of the 
studs were considered in the comparison of test and FEA results. These figures indicate that the 
developed finite element models predict the time-temperature profiles of load bearing LSF walls with 
good accuracy. Comparisons were also made for other LSF wall specimens and a similar level of 
agreement between FEA and test results was obtained in all the tests. 
Finite element analyses clearly show that the temperature gradients across the steel studs and 
associated thermal bowing effects are larger when cavity insulation is used in comparison to other cases 
(Figure 5(c)). Hence it is considered that the use of cavity insulation is detrimental to the fire rating of 
walls as also shown by fire tests. Figure 5(d) shows that the new composite LSF wall panels using 
)()( 44 sgsg TTTThq  
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external insulation lead to reduced temperatures in steel studs at any given time and a more uniform 
temperature distribution across their cross-sections, thus producing minimum early lateral deformation 
(thermal bowing). For example, the results show that in Specimen 4 with rockwool cavity insulation the 
hot (HF) and cold flange (CF) temperatures are 590oC and 227oC after 100 minutes while in Specimen 7 
with rockwool external insulation they are 293oC and 192oC (Figures 5 (c) and (d)). Hence it is clear that 
the use of external insulation is able to provide much greater thermal protection to LSF steel studs than 
cavity insulation. All of these findings thus confirm the observations made in Kolarkar’s fire tests [5]. It 
is noted that load bearing LSF walls exposed to fires are affected by processes not described by heat 
transfer such as ablation of plasterboard and insulation, migration of moisture vapours and penetration of 
cool ambient air or hot furnace gases into the cavity.  These processes were taken into account through 
the use of suitable thermal conductivity values for plasterboard and insulations (Section 2).  
In summary, the comparisons between FEA and fire test results reported here have established the 
validity of the finite element models in simulating the thermal behaviour of full scale load bearing LSF 
walls and the accuracy of the values used for relative emissivity, convective coefficient and other thermal 
properties. The results from FEA also produced valuable time-temperature data and an improved 
understanding of the thermal performance of load bearing LSF wall panels using cavity and external 
insulations. Figure 7 shows the temperature distributions across the cross-section of Test Specimens 2 
and 7 (Rockwool external insulation). 
 
                       (a) Test 1 (Single plasterboard)                                (b) Test 2 (Double plasterboard)  
 
 
 
(c) Test 4 (Cavity insulation)                                                (d) Test 7 (Composite panel)                       
Figure 5. Time-temperature profiles of test specimens (Steel stud). 
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5 EFFECT OF VARIOUS PARAMETERS ON THERMAL BEHAVIOUR OF LOAD 
BEARING LSF WALL PANLES USING NUMERICAL STUDIES  
5.1 Geometry of cold-formed steel stud section and stud depth 
In order to investigate the effect of the geometry of cold-formed steel stud sections on the thermal 
behaviour of load bearing LSF walls, further finite element analyses were conducted. In this study LSF 
wall panels made of 90x40x15x1.15 LiteSteel Beams (LSB) and 90x40x15x1.15 Lipped Channel 
Sections (LCS) (Test Specimen 2) with double plasterboards on both sides of steel studs were considered. 
The LSB is a cold-formed steel hollow flange channel beam produced using a patented manufacturing 
process involving simultaneous cold-forming and dual electric resistance welding. Figure 8 shows the 
time-temperature profiles of LSB and LCS wall panels while Figure 9 shows their temperature 
distributions. Figure 8 indicates that the geometry of the cold-formed steel stud section does not have a 
significant effect on the time-temperature distributions in LSF wall panels. Further finite element analyses 
were conducted to investigate the effect of stud depth on the thermal behaviour of LSF walls. They also 
indicate that the depth of the cold-formed steel member does not have a significant effect on the time-
temperature distributions in LSF wall panel systems. 
  
 
 
 
 
 
 
 
 
 
 
5.2 Real design fire curves 
The standard time-temperature curve does not represent the modern accessories in typical residential 
and commercial buildings, where they incorporate both traditional wooden furniture and modern items 
such as cushion furniture, mattresses, fabric coated partitions and many other items that make use of 
thermoplastic materials. Therefore finite element analyses were performed using the recently developed 
realistic design fire curves [20] based on the parametric curves in Eurocode 1 Part 1-2 [21]. They were 
Figure 7. Temperature distributions of LSF walls  under 
standard fire conditions. 
 
(a) Test Specimen 2 
 
Figure 6. Time-temperature profiles of 
Test Specimen 2 (Plasterboard). 
 
(b) Test Specimen 7 
 
Figure 9. Temperature distributions of LSF walls 
under standard fire conditions. 
(b) Lipped Channel Section (LCS) 
 
Figure 8. Effect of stud section geometry on 
the thermal performance. 
 
(a) LiteSteel Beam (LSB) 
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conducted using the finite element model described in Section 4 and the proposed thermal properties in 
Section 2. Figure 10 shows the FEA results in the form of temperature versus time for Test Specimen 2 
(Double plasterboards) under the real design curve (EU-0.03) and compares them with corresponding test 
results [20]. EU-0.03 fire curve represents an opening factor of 0.03. This comparison shows a good 
agreement between the test and FEA results, and thus allows the use of finite element models for LSF 
wall panels under other real design fire curves. 
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Figure 10. Time-Temperature Profiles of Test Specimen 2 under Real Design Fire Curve (EU-0.03). 
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Figure 11. Time - temperature profile of Test Specimen 2 under real design fire curves (EU1 and EU2). 
Two Eurocode parametric curves (EU1 and EU2) were also considered in the numerical studies 
reported in this section. EU1 and EU2 curves represent the opening factors of 0.02 (EU1) and 0.12 (EU2) 
as they cover the entire range, and are conservative. Also EU1 (0.02) and EU2 (0.12) would be the ideal 
time-temperature curves for this investigation of load bearing LSF wall panels for real building fires as 
they include a rapid (EU2) and a prolonged (EU1) fire curve falling between the two extremes. Figure 11 
shows these two Eurocode parametric curves developed for dwellings based on a fuel load density of 
1138 MJ/m2 [20,21]. Figures 11 (a) and (b) show the finite element analysis results in the form of 
temperature versus time for a load bearing LSF wall panel (Test Specimen 2) under these two real design 
fire curves [21] and compare them with those under standard fire conditions. Figure 11 (a) shows that the 
LSF steel stud temperatures under real design fires [hot (HF) & cold (CF) flanges, web] are considerably 
increased in comparison to LSF wall studs under standard fires. This means that the failure time (fire 
resistance rating) deceases from 111 to 73 minutes based on a limiting temperature of 500ºC, ie. 35% 
reduction. Figure 11 (a) shows that the time-temperature profiles of load bearing LSF wall panels under 
the real design fire curve - EU1 are much higher than those under the standard fire curve while Figure 11 
(b) shows that the time-temperature profiles of load bearing LSF wall panels under the real design fire 
curve - EU2 are lower than those under the standard fire curve. It is clear from Figure 11 (a) that real 
(a) Eurocode parametric curve EU 1 
 
(b) Eurocode parametric curve EU 2 
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design fires such as EU1 can cause severe damage to LSF wall panels protected by two plasterboards than 
standard fires. However, real design fires such as EU2 will not cause severe damage to these wall panels 
than standard fires (Figure 11 (b)). 
Hopkin et al. [22] stated that thermal properties of  gypsum plasterboard depends on heating rate and 
can result in inaccuracies when they were used in the simulation of temperature development under 
natural fire conditions. The likely cause of this is the relationship between heating rate and other 
behaviours such as moisture flow, ablation and cracking. Hence detailed experimental and numerical 
studies will be undertaken to investigate the effect of rapid real fires on the thermal performance of LSF 
wall panels. 
6 CONCLUSIONS 
This paper has presented the details of a numerical study on the thermal performance of load bearing 
LSF wall panels that included both the conventional cavity insulated and the new composite panel walls. 
It included the details of the developed finite element models of load bearing LSF wall panels, the 
thermal analysis results from SAFIR under standard fire conditions and their comparisons with fire test 
results obtained by Kolarkar [5]. A good comparison with fire test results showed that accurate finite 
element models can be developed and used to simulate the thermal behaviour of full scale load bearing 
LSF wall panels with varying configurations of cavity and external insulations and plasterboards. For this 
purpose the proposed thermal properties of plasterboard, insulation materials and steel given in this paper 
should be used. Experimental and numerical studies showed that the use of cavity insulation was 
detrimental to the fire rating of walls. It not only led to higher temperatures in the steel studs, but also to 
larger temperature gradients across their depth and increased thermal bowing effects. In contrast, the use 
of external insulation led to lower temperatures and a more uniform temperature distribution in the steel 
stud cross-sections at any given time, thus providing greater thermal protection to the walls. Finite 
element analysis results showed that the shape and depth of the cold-formed steel stud cross-sections did 
not have a significant effect on the temperature distributions in load bearing LSF wall panels. The use of 
real design fire conditions based on Eurocode parametric curves in the numerical studies showed that 
some real building fires can cause severe damage to LSF wall panels than the standard fire specified in 
various fire codes while other real building fires are not as severe as the standard fire. 
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